Replacement of Xylem
-Flygt Grey Mini-Cas
units, and Steady

Monitor Relay
rrotiction.  SNVR311 by M.P.E.’s
e PMR2

M.P.E.'s PMRZ2 is the direct replacement
for the Xylem -Flygt part number 14—
407129.
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The M.P.E. PMR2 is also a direct re-
placement for the Grey unit part num-
bers 835848 and 835857, and the Steady
Monitor Relay, SMR311.

* INPUT VOLTAGE MiniCAS 120 * INPUT VOLTAGE

SUPPLIED TO EITHER R SUPPLIED TO EITHER
PIN 2 OR PIN 6, BUT 14-407129 PIN 2 OR PIN 6, BUT PMR2
NOT BOTH. NOT BOTH. Direct
R 6 10 AC NEUTRAL Replacemen t
120 VAC (DG GND) 120 VAC * 6 For 110 AC NEUTRAL
. 2 2| MiniCAS 120 (DC GND)
24V AC/DC TEMP. INTERLOCK 24V AC/DC * 14-407129
7 : I
OUTPUTTO [ T1 ———+ POWER IS APPLIED OUTPUTTO [ T1 —e—+ POWER IS APPLIED
SENSOR 1(mA) SENSOR L (mA)
5 5
12VvDC | T2 ——+H - |3 TEMPERATURE 12VvDC | T2 —»— - |3 TEMPERATURE
S INTERLOCK 5 INTERLOCK
NOTE: 7 A ]
Tl——{+
5 _O\Li TEMPERATURE _oli TEMPERATURE
T2 - ALARM (1<3mA) NOTE - ALARM (I<3mA)
WHEN NOT USING o |9 LEAKAGE ALARM T —<—+ 9 LEAKAGE ALARM
LEAK SENSOR (1>22mA) 5 5 [ @>22mA)
ADD 1K Q RESISTOR l—om T2 o 1y
|8 LEAKAGE WHEN NOT USING _OFL 8 LEAKAGE
5 SEC. INTERLOCK LEAK SENSOR 5 SEC ™ INTERLOCK
ADD 1K Q RESISTOR :

14-407129 MPE PMR2



